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1 Executive Summary

This is the firstof severalTechnology Performance Remr{TPR)for the TehachapWind
EnergyStorage ProjecfTSP) The TSPis jointly funded by the Department of Ener@OE)
(American Reinvestment and Recovery ACARRA) and Southern California Edison (SCE)
The TSP is a demonstratiaf a Battery Energy Storage System (BESS) connected directly to
the SCEsubtransmission gridThe facility is locatecapproximately 100 miles northeast of Los
Angeles,in Tehachapi, CA ahe corner of Williamson &d and East TehachapoBevard.

The main objective of the TSP is to evaluate the performance of utility scale litiubattery
technology in improving grid performance and integratimgrmittentgeneration e.g., wind
The primary object is to use electrical energy storage to mac@ageentionakenergy flowsin a
time dependent function in ordéo addresgyrid instability and capacity issues that result from
the interconnectio of highly variable generation resources.

The TSP was developed based on engineering studies and analysis of the transmission assets in
the Tehachapi region, also referred to as the AnteBailey area for transmission studies. In
general, SCE evaluated the local transmission assets by competver flow and dynamic

stability simulation studies which looked at current conditions and contingency conditions at
selected times in the future. Specifically, the objective of the study was to quantify the grid
reliability and power quality issues amdsess potential improvements on the grid at selected
interconnection locations by the deployment of energy storage devices witlguimdrant

control of real and reactive power.

The results of the studies identified scenarios that resulted in undeSeets on the Antelope

Bailey System. These scenarios revealed voltage problems due to lack of reactive power support
and power flow capacity on two transmission lines in the region. Moreover, these scenarios led
to wind farm generation curtailments tatigate potential transmission problems. Thus, it was

the objective of the study team to identify ways to alleviate the need to curtail wind farms in the
Tehachapi region.

The analysis team identified & MW (Megawatt) 4 hours(32 MWh 1 Megawatthr) Battery
Energy Storage SystenBESS as an option to mitigate the reactive power problem and line
overloading identified in the above scenarios. The immediate benefits of the BESS are
contingency supportattive and reactive powervoltage profile support,ra improved fault
ride-through capability.

The DOE awarded RRA funding in early 2010 and project work began in October of that year.
Installation and commissioningof the BESS was completed inJuly 2014. Initial design,
specification andorocurement othe BESSwere disrupted by financial issues of the original
BESS provider. Subsequently, a revised project plan was developed to select a new BESS
provider and continue with the proje@ther than the discussion of Project History in section
3.1,this TPRaddresssthe project after transition to tlsecond BESS provider under ttevised

project plan.

The projecis installed in the Monolith substation wherésiconnected to the 66 kV bus awdl
be tested under various load and wind power generation conditions. Speciftesly, will
ascertairthe capability and effectiveness of the BESS to support various grid operational uses



The evaluation of the BESS is based on the premise that there afiesbhehieh should accrue
to SCE and to the overall electricity delivery systemased on thregeneral categories of
operational uses: transmission, system @adifornia Independent System Operator (@)
market

1 Transmission uses provide a means for watahg the ability of the BESS to resolve
capacity and stability issues on transmission systems, especially those withitietr
generation, e.g., wind

1 System uses provide for a means of meeting the system electricity needs with stored
energy.

1 TheCAISO market uses look at the ability of the BESS to provide benefits to the grid in
ways that meet specific needs of the system operator.

These three general categories of uses can be further detailed to arrive at 13 specific operational
uses. Atest plan mnsisting ofeight tests was prepared for the project. The plan includes
provisions to address all three of the benefits categdrtirally, the project includes provision

for creating a baseline for the transmission system prior to the connection BE8# The
following tableindicates the relationship of tests and operational uses.

. Test
Operational Use 1 > 3 7 5 5 7 8
c Voltage support 1 X X
-% Decreased losses 2 X
2 Diminished congestion 3 X
E Increased system reliability 4 X
© Deferred transmission investment 5 X X
= Optimized renewable-related transmissioh 6 X X
e System capacity/resource adequacy 7 X X
9] - - — :
Z Renewable integration (firming & shaping) 8 X
%) Output shifting 9 X
- Freqguency regulation 10 X
o2 Spin/non-spin reserves 11 X
@ g Deliver ramp rate 12 X X
Energy price arbitrage 13 X

Table 1-1 Operational Use & Tests

It should be noted that since the initiation of this project, SCE has completed tidasgeission
investment in this areaThese system upgrades may reduce the impact of the battery system
with respect to the 13 operational usemwever, we will still conduct experimentation to
demonstrate the capabilities of the BESS to affect theifeiehoperational usesDemonstration

of the desired response of the device to grid conditions allows us to extrapolatendaiaply
lessons learned to other scenarios where a storage device may have a more significant impact.

The baseline effort wasompleted during the second half of 2014. Collection of baseline data

for the project includes data from the region before and after the recent system upgrades. Some
of thepdirpeadeesd data is useful for proadRorcti ng
example, the timing of individual tests described later in this report is schedakstin part,

on seasonal variations in wind generation.



Validation of the installeBESS at the componentnal system level involved a mulphase
commissionig processSystAo mdMiwais i nstalled and test
laboratories. Thdlini-System consists of all the functional components of the full system with

a scaled down set of batteri€30kW, 116 kWh) The Mini-System allowed for operational
testing of systentontrol schemes. A second element of commissioning involved end to end
testing of the software, communications, and data collection components of the BESS again in a
lab environment. This testing allowed B@o verify data paths, proper communications, and
ensure proper configuration of the associated communications hardware. The third phase of
commissioning tested the BESS control strategy in a Real Time Digital Simulator (RTDS)
environment. A spare BESS§ystem controller was hardwired into the RTDS system at yet
another SCE lab. This Hardware in the Loop (HWIL) allowed the project team to study the
interaction of the control system with other grid systems prior to actual live system operations.
The fouth and final phase of commissioning involved the component and full system testing of
the complete system at the Tieility.

Full scale System Acceptance Testing (SAT) of the BESS began in July 2014 following
completion of system commissioningrhe BESSwas fully operational and grid connected for

the SAT,and was exercised across the full range of system operating capabAiesnatural
progression andni order to better understand more detailed operating characteristics of the
installed system, th next phase oévaluation consists afystem Characterization Testing. A
more detailed understanding of the BESS baseline performance will allow for comparison at
later stages of the M&V testing.

Following preliminary Characterization Testing at the end of 20fl4ther project testingwill
begn in January 2015Hence, this TPR #tepors onactivities from inception of the project
through CharacterizatioriTesting Testing of the remaining 13 operational use casgd be
reported in subsequent TPRs

The followingtable identifiedfive of the top lessons learned to date. Additional lessons learned
are found irSection®6.

Five Key Lessons Learned to Date
Topic Lesson Learned
Site Considerationg A Build within existing substation to accelerate progatedule

A Facility outside of substation would hapetentially onerougermitting
requirements

A Location and proximity to existing infrastructure needs to be evaluated (above
underground utilities)

A Noisewas not a significant isswgnce the system was installed ireaotelocation,
but in a populated arehe noise level generated by the cooling system, transforn
or power conversion unit may need to be considered

A Grid protectionsettings evaluation needs to be performed early in the developm

A Typical construction considerations e.g. construction power, storage, access, s
interim battery storage (climate control)




Fire Suppression
System

Limited guidancdound infire codes and standards fihium ion facilities. (SCE
applied best practices and guidance ftbmBESS supplier andpaofessional
consultant, along with actual destructive testing of the system in a lab 3etting.

A Permittingrequirements may vary depding on the chosen location for future BE{
installations.
A Vendors should demonstrate the effectiveness of the proposed fire suppressiof
system through detailed analysis and laboratory tests
A Firefightingand post fire protocols need to be considénetie event of a fire
Deployment of A Deployment of BESS components to the site should be carefully considered an
BESS equipment made part of theommissioning planning.
to site- importance A The potential for commissioning a part#£SS with the power conversion system
of decisions that (PCS) while connected to the grid should be considered. The advantage of thi
can impact the on approach is the potentitdr earlier project completion since PCS and grid
site integration testing can occur while the remainder of the battery continues in
commissioning production. The result is an incremental commissioning with a potential earlier
testing with an project completion date.
active grid.
Testing using the Mini-Systentesting provides excellent opportunities to test out both hardware &
Mini-System software in advance of fulicale deployment.
A Tests in a controlled environment required less coordination with grid operation
reduced impact to grid relidiby while working out system control issues.
TSP CAISO A CAISO Interconnection Request (IR)quired significant lead time to allow for
interconnection of processingn Queue Clusteftypically 18 months)
the Battery Energy A Considerthe schedule time required fenvironmental impact studies ftire
Storage System acquired property
(BESS) A Limited time tosubmitan|R.
A RequiredPositive Sequendeoad FlowModel (PSLF)to be submitted as part of thq
IR process
A Significant costs associated witystem upgrades, required up front Security
Deposits to stay in theu@ue
A Interconnectioragreemenstipulatedoperatingrestrictions/limitations on BESS due

to system topology and/or reliability neigemens.

Table 1-2 Five Key Lessons Learned To Date

! Battery overcharge, ovedischarge, or manufacturing defect leading to internal stianit can lead to thermal
runaway,a rapid uncontrolled increase in temperatasaling to catastrophic failure.



2 Scope

2.1 Abstract

TheTSPis located at SC& Monolith Substation in Tehachapi, Californiehe8 MW, 4 hours

(32 MWh) BESSis housed in a 6,300 square fdacility and 2 x 4AMW/4.5 MV A smart
invertersare on a concrete pad adjacent to the BE&gSBity. The project will evaluate the
capabilitiesof the BESS to improve grid performance and assist in the integration of large
scaleintermittent generation, e.g., winBroject performanceill be measured by 13 specific
operational uses: providing voltage support and grid stabilizatleareasing transmission
losses diminishing congestian increasing system reliability deferring transmission
investment optimizing renewableelated transission providing system capacity and
resources adequacyntegrating renewable energy (smoothinghifting wind generation
output frequency regulationspin/nonspin replacement reservesamp managementnd
energy price arbitrage. Most of the opeyasi either shift other generation resources to meet
peak load and other electricity system needs with stored electricity, or resolve grid stability and
capacity concerns that result from the interconnectiantefmittent generatiarSCE will also
demongtate the ability of lithiumon battery storage to provide nearly instantaneous maximum
capacity for supphside ramp rate control to minimize the need for fossil-pgetered back

up generationThe project began in Octoh@010 and will continue throughuly, 2016.

2.2 Introduction to SCE

SCE is one of the nationbds | argest electric
180 cities across central, coastal asmlthern California. SCE is based in Rosemead,
California, and has been providingeeiric service in this region for more tharbiy2ars.SCE,

a subsidiary of Edison Internationa an investor owned utility operating in tiseate of
California,with a service territory obver 50,000 square miles and delivering 12.6 billion kwh

of renewable energy

SCE has over twenty yean$ experience in largecale wind generation integration and in the
development and testing of battery technologies for grid applications. As suerig@s to
the project comprehensive experience in all relevant technological and operational areas.

The followingtable lists statistics further describing tf8®CEservice area.



Southern California Edison Service Territory

Total number otustomers:

Residential 4,262,966

Commercial 539,270

Industrial 12,244
Peak load: MW

Summer | 22,122
Total MWh sales

Residential 30,063,000

Commercial 40,076,000

Industrial 8,524,000

Table2-1SoutherrCal i f orni a Edi son Companyds Ser

2.3 Project Overview

The TSPRs a demonstration project of a BESS connected directly to theasmission grid.
SCEis the project manager with overall responsibildythe projectQuanta Technology, LG
Chem, ABBandthe Californiaindependent System Operator (CAISED¢project participants.
Quanta Technology is an engineering and consulting firm specializing in providing
technological solutions to utilities. LG Chem is the developer and manufactuher loattery
storage device, and ABB is providing the smart inverters used in this project. The CAISO is
the independent system operator for the California transmission Additionally, California

State Polytechnic University, Pomona, is expectecpravide analytical supporthrough
advanced numerical modeling usia&eal Time Digital Simulator (RTDS).

The TSP was developed based on engineering studies and analysis of the transmission assets in
the Tehachapi region, alseferredto as the Antelop8ailey area for transmission studies. In
general, SCE evaluated the local transmission assets by comletver flow and dynamic

stability simulation studies which looked at current conditions and contingency conditions at
selected times in the futur8pecifically, the objective of the study was to quantify the grid
reliability and power quality issues and assess potential improvements on the grid at selected
interconnection locations by the deployment of energy storage devices withuidnant

inverter able to inject and absorbal and reactive power.

The analysis team identified an 8 MWhours(32 MWh) device as an option tadlemonstrate

the ability of the BESS tanitigate the reactive power problem and line overloading. The
analysis identified énefits from the application of an 8 MW BESS connected through a 20
MVA static synchronous compensator (STATCOM Yhe grid. In the simulation studjdbe

BESS connected directly to the 66 kV transmission systadequately addressed the
transmission problems in conjunction with the wind farimsthe AntelopeBailey area.
Specifically, the analysis revealed three primary benefits of a BESS in the Tehachapi local area
as follows:



1. Contingency supportin terms of MW ad MV Ar; applying the BESS/STATCOM
systemto mitigatepower system contingencies.

2. Voltage profile support - applying the BESS/STATCOM systamsults in improved
voltage recoverypf about 1015%.

3. Improved fault ride -through capability for some of the Typ 1 windturbinesin close
vicinity of the proposed substation installation

The results of possible applications of the BESS/STATCOM sybttmeenthe wind farms

and congested transmission linesha AntelopeBailey area were studied in detail. Founy
dispatch at one local wind farm, the battery contributes to mimmithe wind power
variations and controls wind farm power output within a preset power range. For contingency
support, the battery contributes to absorb energy (8 MW during four hr@axisnum) in order

to avoid wind farm curtailments during the time the contingency is in effect in the Antelope
Bailey area. At project inception, significant curtailments were required due to transmission
line congestion in the Antelog®ailey region. &ce then, SCE has made planned
improvements in the system topology that mitigate much of the congestion in thandrea
alleviate much of the need for curtailment eventdevertheless, TSP will be operated and
tested in a fashion that will demonstrate #bility of storage to reduce congestion as originally
planned.

TheBESSis installedatthe Monolith substation near Tehachapi, Califoamdconnected to

the 66 kV bus Tehachapi, California is one of theemier places icaliforniafor wind

generatn and one of the windiest places in theited States SCE has entered into several
long term contracts for new wind projects in the TehachMagdiave area and has committed to
investing in a significant amount of transmission infrastructure in the s@ae &his
demonstration projeds situated at an ideal location on the California grid, where existing and
new wind projects and transmission infrastructure jointly help California meet its renewable
energy targets. This project is designed to test@B&nder various grid and power

generation conditions. Specifically, we anticipate evaluating the BESS capability and
effectiveness to suppatB operational uses, describley the following

Transmission Uses

1. Voltage supportgrid stabilization: Energystorage used for transmission support improves
Transmission and Distribution (T&D) system performance by compensating for electrical
anomalies and disturbances such as voltage excursions, angular stability, and frequency
stability. The result is a moreadtle system with improved performance (throughput).

2. Decreased transmission losseJransmission losses are dependent on the current flow
through transmission lines. By optimizing tim@gnitude and power factor anglecofrent

flow on the transmissiosystem under various system conditions, energy storage can reduce
losses.

3. Diminished congestionStorage could be used to avoid congestaated costs and

charges, especially if the charges become onerous due to significant transmission system
congesion. Storage systems traditionaligve beermnstalled at locations that are electrically
downstream from the congested portion of the transmission system. Energy would be stored



when there is no transmission congestion, and it would be discharged (akraingemand

periods) to reduce transmission capacity requirements. In the TSP, storage is installed on the
transmission system, at a location electrically upstream from the congestion. It will be charged
when wind generation output is high to reduce estign, and it will be discharged when wind
generation output is lower to utilize available transmission capacity.

4. Increased system reliability by load shed deferralin certain situations, load shedding (or
addition) is needed to mitigate undezquercy (or overfrequency) condions Storage could
be used to avoid load shedding by supplementing inadequate available generation and/or
transmission capacity.

5. Deferred transmission investment Consider a T&D system whose peak electric loading
isappr@achi ng the systemdbs | oad carrying capacit:
small amount of energy storage downstream from the nearly overloaded T&D node (or
upstream as in the TSP design) will defer the need for a T&D upgrade.

6. Optimized siz and cost of renewable energgelated transmission New transmission
infrastructure built to fully integrate renewable energy into the grid must be planned and sized
for maximum output of installed renewable generation, even though that output isevandbl

will usually be well below its maximum. Such sizing would lead to substantial-under
utilization of transmission capability most of the time. If battery energy storage performs as
anticipated, installing a small amount of storage upstream fromraesntission infrastructure
could effectively smooth the wind output and improve the effective utilization of new
renewable energselated transmission.

System Uses

7. Provide system capacity/resource adequacyDepending on the circumstances in a given
electric supply system, energy storage could be used to defer and/or reduce the need to buy
new central station generation capacity and/drea capacity in the wholesale electricity
marketplace. The BESS wile evaluated for its ability to qualify for Resource Adequacy

(RA) under existing requirements. If regulatory statutes for storage are written during the
demonstration period, the BESS will be evaluated for its capabilities to meet the new
requiremerd.

8. Renewable energy integration (smoothing)As wind generation penetration increases, the
electricity grid effects unique to wind generation will also increase. Storage could assist with
orderly integration of wind generation (wind integration) by prmmgdservices that reduce the
variability of wind generation. Short duration applicati@asildinclude: reduce output

volatility and improve power quality. Long duration applicaticosldinclude: reduce output
variability, transmission congestion rdjibackup for unexpected wind generation shortfall,
and reduce minimum load violations.

9. Wind generation output shifting Many renewable generation resources produce a
significant portion of electric energy when that energy has a low financial vaiueaenight,

on weekends, during holidagsdoff-peak times). Energy storage used in conjunction with
renewable energy generation could be charged using low value energy from the renewable
energy generation so that energy may be used to offset othbapescor sold when it is more
valuable.



CAISO Market Uses

10. Frequency regulation Some thermal/badead generation used for regulation service is

not especially welkuited to provide regulation, because the generation is not designed for
operation apartial load or to provide variable output. Storage may be an attractive alternative
to most generaticbhased load following for at least three reasons: 1) in general, storage has
superior partoad efficiency, 2) efficient storage can be used to provu® two times its

rated capacity for regulation services, and 3) storage output can be varied rapidly (e.g., output
can change from none/full to full/none within seconds rather than minutes).

11. Spin/nonspin replacement reserves Generation resourcesed as reserve capacity must

be online and operational (i.e., at part load). Unlike generation, in almost all circumstances,
storage used for reserve capacity does not discharge dtjat has to be ready and available

to discharge if needed.

12. Delver ramp rate: Storage is welkuited for providing load following services for

several reasons. First, most types of storage can operate at partial output levels with relatively
modest performance penalties. Second, most types of storage can respauckéyr

(compared to most types of generation) when more or less output is needed for load following.
Consider also that storage can be used effectively for both load following up (as load increases)
and for load following down (as load decreases), eltgadischarging or charging.

13. Energy price arbitrage This operational usmayshift wind energy output (see Use
Number 9) in response to a market signal from the CAISO.

Thesel3oper ati onal uses form the basi s pfaer SCEOG ¢
the TSPin the context obther ARRAfundeddemonstratiomprojects it is helpful tehowthe
relationshipsbetween thd 3 operational uses and the seventeen functiodgfased bySandia
documenEnergy Storage for the Electricity Grid: Benefits and Market Potential Assessment
Guide(SAND201060815, February 2010)Thetablebelowillustrates the relationships

between the operational uses and the Sandia applications.



SCE Operational DOE Applications Comments
Uses

Voltage Support/grid Voltage Support

stabilization

Decreased transmission losseq Transmission Support Decreased Transmission Losses ar
more accurately defined as storage
benefits rather than uses or
applications. f
Losseso is DOEcCI u
Guide as an fAlnc
(#19) 0. As such
Transmission Suppoktas an
incidental benefit of decreasing
transmission losses.

Diminished congestion Transmission Congestion Relief

Increased system reliability by | Transmission Support Underfrequency Load Shedding

load shed deferral Reduction (See Table 6 BIOE
Guide)This reduesthe number of
mandatory load shed events to
relieve congestion or line loading,
thereby increasing the reliability of
the regional system.

Deferred transmission T&D Upgrade Deferral

investment

Optimized size and cost of T&D Upgrade Deferral The intent is to increase the firm

renewable energy ratied capacity rating of the affected

transmission transmission lines resulting from th
operation of the BESS. Any
incremental improvement in
transmission line firm capacity
ratings supports thaeferral of
capacity upgrade.

Provide system Renewables Capacity Firming

capacity/resource adequacy

Renewable energy integration | Wind Generation Grid Integration,

(smoothing) Short Duration

Wind generation output shifting Wind Generation Grid Integrian,

long Duration

Frequency regulation Area Regulation

Spin/nonspin replacement Electric Supply Reserve Capacity

reserves

Deliver ramp rate Load Following

Energy price arbitrage Renewables Energy Time Shift

Table 2-2 Relationship of 13 Uses DOE Applications

2.4 Project Objectives

The main objective of the TSP is to evaluate ¢apability of utility scale lithiumion battery
technology in improving grid performance and integratimtgrmittentgeneratione.g., wind
The primary objedte is to use electrical energy storage to marageventionaknergyflows

in atime dependent function in ordés addresgrid instability and capacity issues that result
from the interconnectioof highly variable wind generation resources.

The evaluation of the BESS is based on the premise that there are belmefitshould accrue
to SCEand to the overall electricity delivery systdrased on three categories of operation
uses: transmission, system a@AISO market.These operational uses are further delineated



into a total of13 areas for the three categories mentioned ab®ke. operational useare
summarized irthefollowing table

Summary of Operational Uses

Transmission System CAISO Market
1 Voltage support/grid 1 Provide system capacity 1 Frequency regulation
stabilization /resource adequacy 1 Spin/nonspin replacement
1 Decreased transmission losse| 1 Renewable energy integration reserves
1 Diminished congestion (smoothing) 1 Deliver ramp rate
1 Increased system reliability by| 1 Wind generation output shiftin¢ § Energy price arbitrage

load shed deferral

M Deferred transmission
investment

1 Optimized size and cost of
renewable energselated
transmission

Table 2-3 SCE Operational Uses for the BESS

The transmission usgsrovide a means for evaluatirtge ability of theBESSto resolve
capacity and stability issues on transmission systems, especially thosetetttonnected

wind resouces System uses provide for a means of meeting the system electricity needs with
stored energyThe CAISO market usekok atthe ability of theBESSto providebenefitsto

the grid in ways that meetpecific needs ofthe system operator. Some of thesses will
address particular problems that extsbn the AntelopeBailey systemat the time ofthe

pr oj ect 6 andallnvd leefrioadly applicable to wind integraticimallengesn general.

2.5 Project Benefits

As describedn the foregoing SCE haddentified 13 operational uses for the demonstration
project to evaluate. Theseoperational useare aligned with the economic, reliability and
environmental benefits that DOE has set for-gadle energy storage projects and they help
demonstrate the dity of lithium ion BESSto meet thepublic benefits goals set out biye

DOE. Most of thel3 operational useaim at shifting wind and conventional power across
time to meet peak load and other electricity system needs with stored electmtyat
resolving grid instability and capacity issues that result from the interconnection of wind
generation resourcesMore specifically,the transmission uses-#) provide a means for
evaluatingthe ability of theBESSto resolve capacity and stability issuas transmission
systems, especially those with wind resources interconnected.

Wind generation output shiftingoperational us®), is aimed at meetinghe electricity system
needs with stored energyrhe first threeCAISO market usesoperational use$0, 11 and 12)

will help evaluateghe ability of theBESSto providebenefitsto the grid in ways that meet
specificneeds othe system operator. Some of these uses will address particular problems that
exist on the Antelop8ailey system, and all will béroadly applicable to wind integration
problems in generaln addition,severalof the operationaliseswe have identified5-8, and



13) may be used texplore the practical businessplications associated with evaluating grid
connected lithiumon BESS

Thetablebelowlists the benefits identified in the ARRA Guide as being potentially realized by
Smart Grid Demonstrations. It al so shows
these benefits. Some of the listed econobeinefitsand all of he reliability benefits are not
expected to be demonstrated directly by the DBfause its connected to the transmission
system and some of those benefits definedare expected to be realized by the consumer.
However, as noted in the remarks satti®CE plans to evaluate similar benefits at the
wholesale (economic) and transmission (reliability) levels.

SC



Provided

Ci?eneg: Benefit by Remarks/Estimates
gory Project?
TSP will evaluate the ability tarbitrage at the|
Arbitrage Revenue YES wholesale level. Revenue generation may |
simulated due to market restrictions.
TSP will evaluate the ability to provide
. capacity at the wholesale level. Revenue
Capacity Revenue YES generation may be simulated due to market
restrictions.
TSP will evaluate the ability to provide
. . ancillaryservices at the wholesale level.
Ancillary Service Revenue YES Revenue generation may be simulated due
market restrictions.
o . YES TSP will evaluate thability of storage to
Optimized Generator Operation support this benefit.
Economic . .
Deferred Generation Capacity Investments YES TSP wil eyaluate _the ability of storage to
support this benefit.
Reduced Ancillary Service Cost NO
. YES TSP will evaluate the abilitgf storage to
Reduced Congestion Cost support this benefit.
o . YES TSP will evaluate the ability of storage to
Deferred Transmission Capacity Investment support this benefit.
Reduced Electricity Losses YES TSP will eyaluate Fhe ability of storage to
support this benefit.
Reduced Electricity CogConsumer) NO
Reduced Sustained Outag&onsumer) NO
Reduced Momentary Outag@3onsumer) NO
Reliability TSP will evaluate the ability to reduce Sags
Reduced Sags and Swells and Swells at the transmission and distribut
YES
level
Reduced carbon dioxidgnissions YES TSP will eyaluate _the ability of storage to
. support this benefit.
Environmental
YES TSP will evaluate the ability of storage to

Reduced S& NOx, and PM2.5Emissions

support this benefit.

Table 2-4 BenefitsPotentiallyRealizedBy Stationary Electric Storage Demonstrations

2.6 Build & Impact Metrics
In accordanceavith the MBRP, SCE rep@Build and Impact Metrics.



1 Build Metrics track how the project money is spent, including spending on hardware
and software, and associated prograhhese reports are issued agtely every 3
months.

1 Impact metrics measure howdato what extent, the storage system affects grid
operations and performance.

This TPR is written specifically to address Impact Metrfid®e TPRaddreseshow the BESS
affects the transmission system performance and how well the storage system ifsethpe
under each of the operational uses discupsexdoudy.

In addition to Build and Impact MetricseK BESSperformancearameterareaddressed as

part of the TSP system evaluation. These include system availability, maintenance procedures
and coss; energy charged and discharged, capacity degradation over time, and ramp rate
capabilities. Due to the limited operationalstoryavailablefor this TPR,some metrics lacked
sufficient data to be statistically relevant. These metrics will be brefteesented in

subsequent TPR submittals.

2.7 Project Plan

The DOE awarded ARRA funding in early 2010 and project work began in October of that
year. Initial design, specification and procurement of the BESS were disrupted by financial
issues of the origindBESS provider. Subsequently, a revised project plan was developed to
select a new BESS provider and continue with the project. This and subsequent TPRs address
the project after transition to the revised project plan.

Key asset deployment milestonesidestified inS C E Brgect Management Plaare
includedin thetablebelow. Baseline datavasgathered and analyzed prior to asset
deploymentand postdeployment dates gathered and analyzed in accordance wiéh
projectds Met ritngPlaa(NBRP)RedDOE reporing fRegquercies (i.e.
Build Metrics reportedjuarterly and Impad¥letrics reported with each TRRPlease refeto
Sectionb5 of this report for more information regarding Baseline Data, including proposed
timelines, data soues, and analysis methods.



Tasks Milestone Completion Date
Task 1.1i Update Project Submission of PMP to DOE 8/8/2013
Management Plan
Task 1.2i National Completionof NEPA 11/4/2010
Environmental Policy Act Compliance (categorical
Compliance exclusion)
Task 1.3i Develop Completion of I&CS Plan for 11/4/2010
Interoperability and Cyber every phase of engineering lif
Security Plan cycle of the project
Phase Definition
and NEPA Task 1.4i Develop Metrics | Completion of Metrics and 1/6/2011
Compliance and Benefits Reporting Plan | Benefits Reporting Plan
Task 1.5 Finalize Energy Completion of BESS 11/4/2011
Storage System Manufacturing Plan
Manufacturing Plan
Task 1.6 Finalize Plan for | Finalization of Baseline Data 4/4/2011
Baseline Measurements MeasuremenPlan
Task 2.1i Battery and Completion of Acceptance 5/15/2014
Inverter Systems Testing for Battery System
Development, Manufacture,
Assembly, and Installation
Phase Iii Final
Design, Task 2.2 Siting, Construction and Installation 5/15/2014
Construction, and | Construction an&ubstation | of Equipment
Baselining and Grid Preparation
Task 2.3i Baselining Installation and connection of 6/29/2011
baselining equipment,
beginning teaccumulateand
prep data
Task 3.1i System Operationy Operation of energgtorage 6/30/2016
and Testing system over 24 months to tes
operations use applications at
effects(includes system
characterization tests)
Task 3.21 Communications, N/A
Phase IlIi Interoperability and No associated milestone
Operations, Cybersecurity
Measurement and
Testing Task 3.3 Study,
Measurement, Validation anq¢ Complete analysis of data ang
Valuation submission of final report 9/30/2016

Table 2-5 SCE TSP Milestone Log




2.8 Report Organization

This report presents the results of project work performedhbyTSP project team from
inception of the project througimitial characterizatiortestsconductedin December,2014.
This reportis the first ofthree TPR. In the aggregate, the TPRs wiport testresultsand
operational experience with the TSP ovbe entire project perioégxpected to continue
throughJune 2016

Section4 presentgshe methodolog and approach used by the project to assess and evaluate
performanceof the BESSas part of theMeasurement and Validation (M&V) preparation
phase.Section5 presents thessummaryof the Measurement andalidation Test Plan and
Baseline developmengection6 identifies theM&V testsconductedand the results observed
Section 7presents the BESS performance parameters to be exammir@msttion8, thetable of
Impact Metrics igresented and other pertinent d&taSection 9 the Appendcescontain test

data forms and miscellaneous information associatédsupporting the test results.



3 Technical Approach- Battery Energy Storage System

3.1 Project History

Project definition for TSP was completedn October201Q preliminary design work was
initiated in December, and the DOE authorized SCE to start work on all tasks in January 2011
The I&CS Plan and the MBRP were submitted and approval for the documents occurred in
November, 2010 and May 2011 respectively. In parallel, SCE initiated an imecimn
Request with the £ISO in May, 2011 making allowances for market participation during the
M&YV period.

The site selected for the BESS was within the perimeter of an existingasisimnission
substation. The location was chosen based on anrestlidy which examined suitable
locations for installation of grid scale energy storage. The Antelope Bailey system was
determined to be a viable candidate based on grid conditions at that time, and the likelihood
that a storage device of the size undmrstderation could have a measureable impact on grid
performance. Monolith substation was chosen as the BESS site bécawse within the
Antelope Bailey system, there was sufficient space to build a facility, and SCE owned the
property which allowed foanimmediate start to facility construction.

SCE partnered with A123 at project inception and contracts were issued between A123 and
SCE in February, 2011. A123 chose DynaPower as the supplier for the PSC. Design work
continued through 2011, and atical design review with A123 was conducted in January,
2012. Contracts for civil/structural and electrical construction along with a release for
procurement of construction materials were issued in January. Due to concerns with A123
performance followig Q1 financial results disclosure, SCE began a risk evaluation/mitigation
process. In OctobeP012 A123 filed for Chapter 11 protection, ahe company was later
acquired through auction in January of 2013. In March of 2013, SCE entered into a new
cortract with LG Chem Ltd replacing A123 as the battery manufacturer and prime contractor
for TSP. An element of the selection process stipulétiatithe capability for conducting
testing as outlined in the MBRP would be a requirement. As such, no sivastant
modifications to the MBRP were required due to the replacement of BESS vendor.

Based on original plans, the BESS facilistrgctureand interconnection infrastructure) was
substantially complete at the time of the change to LG Chem. As a resulthé@ designed

their system to fit within the existing physical confines of the BESS facility. A design review
with LG Chem. occurred in June, 2013, and battery deliveries began in late July. The LG
Chem system matched original design requirements 8fMdiV, 32 MWh lithium ion battery
system utilizing a bdirectional four quadrant smart inverter. The batteries and controls
systems fit within the existinfacility, and interconnection facilities including switchgear, step
up transformer, and communiaats/controls hardware from the previous design were
accommodated by the LG Chem system desigstallation and commissioning of the BESS
was completed in July 2014.

3.2 BasicFacility Description

The TSP project facilities are located inside the fence oéxisting and active SCE Monolith
substation located in Tehachapi, CA, approximately 100 miles north east of Los Angeles.

coordinates of the Monolith substation 8865 A 076 240 N, 118A 226 480



Figure 3-1 Monolith SubstatiomndBESS Facility

The TSP BESS is compedof two major parts, the power conversion system and the battery.
Figure 3-2 shows the design of the BESS and how the AC, DC, and Control sections are
configured. The AC section is comwgedof two 4 MW bi-directional inverters and each
inverter is compsedof two 2 MW bi-directional invertetineups The DC section is mainly
composedof battery racksThere are four battery sections and each battery section has 15
battery racks that aimnnected to one W bi-directional invertetineup. A battery rack has

18 battery modules connected in series with one Rattery Management SysterBNIS).

All battery racks are connected in parallel. EacMW/ string is controlled by a Section
controler which is connected to a Power Conversion System (PCS) Master controller, which
is in turn connected to the Master Controllaraddition to the two major systems described

in the foregoing, the project also includes a variety of data acquisition @adstbrage
systems to monitor, record and store operational and system data.
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Section #3 (8 MWh) Section #4 (8 MWh)

1 Section Controller 1 Section Controller 1 Section Controller 1 Section Controller
8 Bank BMSs 8 Bank BMSs 8 Bank BMSs 8 Bank BMSs
151 Racks 151 Racks 151 Racks 151 Racks

Figure 3-2 System Overview

BESS Configuration

System Specifications

NameplatéPowerRating, AC 8 MW, Continuous
NameplateEnergyRating, AC 32MWh @ 8MW AC output
NameplateReactive PoweRating +4 MVAr at full 8 MW charge or discharge
NameplateApparent PoweRating 9 MVA

Aux Power <10kVA

Table 3-1 BESS SystenConfiguration &Specification

The BESS system was designed for the specific project location. Operating conditions are as
follows.

Location: Tehachapi, California

Maximum Temperature: 453

Max. Average Temperature: 303 (24 hours)

Minimum Temperature: -203

Humidity: 100%

Altitude: 1210 m.a.s.I(meters above sea level)

Maximum Wind Speed: 100 mph

Seismic Rating: Designed toUBC Zone 4 (0.4 g seismic
acceleration)

Table 3-2 Operating Conditions

3.3 Battery Design and Layout

The BESSvoltage output id2kV, and a 1KV to 66kV transformer steps voltage to the final
66 kV bus interconnection. BetwedrY and20 Racks make up one Battery Bank and 8 Banks
comprise one Battery Section. Each Battery Section is osegof 151 Battery Racks and the



Sections are connecting toMW PCS lineup respectively. The BESS is cowgedof four
Battery Sections (#1 X 4 = 8MW).

The general approaatasto install the battery racks inside th@®0 square fodacility and
to locate the PC8utside using 4@ot long containers. The total system is divided into 4
sections. Each of 4 sections consists of 1 R@&Bipand151 battery racks. The battery rack
arecompsedo f 19 0 -moudted batterycnkodules with fremtounted power and
communications cables. The layout of the battery racks was performed by taking into au
thefacility floor plan provided by SCE, the position of doors, the location of the control r
and aisle way access for maintenance and service. The BESS majoneotspand battery
rack layout is illustrated below.

Section Switch Board (4EA) Optical Transceiver
(4EA in the Control Room)
I o )
Bank Switch Board (32€EA) | Optical Transceiver ]
(4EA in the Battery Room) ! Section Controller(4EA)

Bank BMS (32€A) Section1 Section2 Section3 Sectiond

Figure 3-3 Battery Rack Layout

Battery Specifications

Battery Configuration 4 Sections (Totah04 Racks)
Section 151 Racks per Section
Rack 18 Modules

Module 56 Cells

DC Voltage Range [Vdc]per Rack 760711050

Total Energy [MWh] 32

Recommended Operating Temperature 208 +53

Table 3-3 Battery Specification

3.4 Power Conversion System Design

The PCS for the project is comgedof two (2) outdoor PCS enclosuresade from 40 foot
CAISO containers. Each unit is rated for 4 MW/4.5 MVA capacity designed for connection to



a 12.47 kV grid network. Each PCS unit is configured to connect to tMdV2LG Chem
battery strings based on a chadiecharge DC voltage range of 750 to 105V

The novelCAISO container approach makase of a standard PCS technical solution and
proven equipmenin a special packaging scheme to yield reduced initial systest, reduced

shipping costs and reduced installation and commissioning costs. The packaging concept
consists of taking a new CAlSOseaconigeoantHadngs A)
it modified to meet the requirements of the PCS system.cbhéiners are modified by

adding equipment access doors and man doors, air intake louvers or vents, exhaust fans,
internal barriers, partitions and panels, lighting and power distribution, supports and brackets
and so on as needed so that it is thel ideelosure for the application.

The DC battery connections are made inside the enclosure at the incoming DC circuit breaker
cabinets’ one for each 2 MW inverter lineup. The DC power is then bussed to the individual
inverter lineups where it is convertéd a regulated AC voltage. The AC output from the
inverter modules in each lineup is connected to a common AC bus and then to the low voltage
AC circuit breaker where it is available as the AC coupling voltage. The line side of the AC
breaker is connectdd one of two secondary windings of the main sippransformer. Each
inverter lineup is connected to a separate secondary winding on the transformer which allows
the two inverter lineups to be controlled separately. This transformer steps up the AGgcoup
voltage to the requiredutputvoltage. The external AC power connections are made through a
gland plate at the bottom of the enclosure. The external DC battery connections are through
bottom gland plates below the circuit breaker cabinet on onekitle enclosure.

Each inverter lineup is protected by an AC low voltage circuit breaker and one or two DC
circuit breaker switchs are integrated into a standard breaker cabinet. There is generally one
circuit breaker cabinet for each inverter lineupypically it is located in the middle of the
inverter.

A 15 kV primary disconnect and grounding switch is included with each PCS enclosure to
assist in making repairs and routine maintenance easier and safer. The integrated
disconnect/ground switch is inside a weather proof enclosure that is mounted ingidddabe
container enclosure around the primary lead stub ups near thepstegnsformer inside. The
primary leads are connected from the transformer terminals to the load side of the switch.



PCS Specification

The following electrical ratings are fao one PCS4
MW enclosure.

Number of Inverter Lineups:

2

Nominal Power:

2 x 2000 kW (charge/discharge power)

Nominal ApparentPower:

2 x 2250 k\A (inductive / capacitive)

DC Battery Voltage:

750 Wdc (discharged) to 10504¢ (charged)

AC CouplingVoltage:

480 Vag, 3-phase, 60 Hz

Connection Voltage:

12,470Vag +10 %

Frequency: 60 Hz
Total Harmonic Distortion: < 3% at rated power
Efficiency: 96% at rated power output

Overload Capability:

120%, 10 min/150 %, 30s/200%, 2s

Auxiliary Power:

40 kVA

Table 3-4 PCS Specification
3.5 BESS Auxiliary Systems
3.5.1 Auxiliary Power System

The BESS requires auxiliary power to operate a number of the ancillary BESS systems (Fire
suppression, HVAC, ef; andfacility utility functions (lighting andL20 V power outlets).

PCS and Battery Sections will use 4803 phase and 12¥ single phase. The total power
consumption of the system will be less than KG@..

3.5.2 HVAC System

The BESS includes Heating Ventilation and Air Conditioning (HVAQ)ystem for lhermal
management. The HVAC system is caspdof two rooftop heat pumpd.he interface for

the HVAC system is via a controller manufactured by Trend and configured as described
below:

1 The sefpoint temperature is manually set at the control panel.

1 The fansin both HVAC unitsrun constantly.

1 Onaweekly, alternating basis, onait is designated as the primary uanitd the other
unit becomes the secondary

1 Inthe eventof a HVAC unitfailurgar ed A Fai | 0 | iagtietHVAC | | i
Control Paneand BESS will not be allowed to be operated

3.5.3 Fire Suppression System

The BESS includes fire suppression system to mitigate effects in the event of a fire. The
BESSfacility is equipped with an FM 200 clean agent fire suppression system. This ifethe so
fire suppression system for this facility. Thecility has @ NFPA 72 compliant fire alarm
system installed, which will activate the release of the FM 200 system by cross zoned smoke
detection. During system design and deployment, codes and stanfdarfii® suppression for
lithium ion battery storage facilities were netll defined. SCE commissioned an outside
professional consultant to evaluate fire suppresdesign,and to provide recommendations



for modifications as deemed necessary. In adilLG Chem conducted destructive testing to
demonstrate the efficacy of the fire suppression system for their specific applications.

The system is a pressurized gas system delivered via overhead piping and ceiling mounted
open discharge nozzles, deggnfor total flooding of the fire area with a gstablished
concentration by volume of the extinguishing media. This is a commonly available clean agent
system which suppresses fires by a combination of chemical and physical mechanisms that still
maintans breathable oxygen levels. The system is to be released by cross zoned smoke
detection devices as part of haeilitydb s f i re al arm system.

3.6 TSP DataAcquisition System

A oneline schematic of the Data Acquisition System (DAS) is providethenFigure 3-4

below. Energy Management System (EMS) SCADA historical data is available for the
transmission system and for the wind farms. The EMS SCADA data will be used in conjuction

with data collected during the year prior to BESS operation to establish bas&imeation.

Power Quality Meters (PQMjatawill also be availabldocally at the BESS and at remote

adjacent substation€aFCement and Goldtown). In addition, a Phasor Measurement Unit

(PMU) with digital fault recordedatawill be available aMonolith. These PMUPQMsand

the EMS SCADAsystemwill capture the transmission system data needed to demonstrate the
ability of the BESS to perfformthiE3o per at i on al uses and to asse:
benefit.

The project haglefined eight tds that will be conducted during the demonstration period.
Data obtained from these eight tests will be used in different combinations to demonstrate the
BESS6s abil it 13opgerationplaisefcasesm Tranenaission data to be captured
during these tests includes:

66 kV substation bus voltage

Transmission line load profiles and transmission losses

Wind generation profiles

Wind curtailment events

CAISO congestiofi magnitudes and costs

CAISO frequency response requirements and the response proyidieel BESS over

time

1 CAISO spin/noprspin reserve requirements and the response provided by the BESS
over time

1 CAISO generation reserve requirements and the response provided by the BESS over
time

1 CAISO energy price signals and the charge and dischargensaof the BESS

E R
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4 Measurement andvalidation Strategy

4.1 Methodology and Approach

The TSP BESSs installed on the subransmission system at tiMonolith substation 66 kV

bus. The BESSsystem data collectedill be usedtohel p SCE quanti fy the
effects on transmission capacity and load requirements and thereby allow SCE to evaluate the
ability of the BESS to reduce congestion angbriove the integration of wind generation into

the grid. The project team will analyze the data that is archived continuously from the
Supervisory Control and Data Acquisition (SCADA) historian database as its primary source,
while using data sources fronventdriven substation recordinglevices to supplement the
analysis Formaltestingwill begn in January 201and will continue througlune2016.

An M&V Test Plan was developed to evaluate the effectiveness of the BESS in the Monolith
substation in accordance with the MBRP. The testing protocol of eight (8) sesdgweloped

to align with the operational use cases. The test plan specifies the dagactilected, how
frequently, and what observations are critical for the analysis.test plan and operational
uses will be discussed in subsequent sections of this report.

The overall approach to M&V is to evaluate the instantaneous and -stedeyortrending
measurement data over a specified time period set aside for specific system tests. Using post
processing, the data will be analyzed by system engineers to verify the system response as
expected or observed from the simulations. It is expectedthat s appr oach wi | |
datao that wil/l be subject to data mining tec

Data mining techniques will be used to managebigelata to identify specific conditions that
support the operational uses discussed as part of the research obj&iticesthe wind
generation is basically unchanged and local customer loads are relatively the same, these
conditions are more than likely to occur again. Data mining techniques looks at the statistical
probability ofhistoric wind generation patterasdfi p r e dvhen,hosv @ften and where the
project team should analyze the test year data. Those prescribed pegitiisn identified and

the BESS response is observed. The project team then determines, based on the data and
observations, that the BESS pesse is appropriate, and whether or not it can scale up to a
larger system. This approach relies on engineering experience and judgment to prove or
disprove the hypothesis that a larger BESS, if in a specific location, can provide significant and
measurelale benefits to the surrounding system.

SCE capturesdata from its SCADA historian database (eDNAyhich records 4econd
instantaneous measurements; and a Phasor Measurement Unit (PMU) in the Monolith
substation captures event data at a rate of 30 sametesecondin addition the PMU at
Monolith Substation is a Digital Fault Recorder (DFR)/PMU device able not only to record
RMS voltages and currents but also sinusoidal waveforms tab&apture high frequency
transient data.

All of the above sources prime physical data inputs to thengineering analysisvhich
becomes the basis for the impact metridse project team will havat its disposal &TDS (a
parallel processor computer used to simulate the power system in réabtismaulate system
performance in cases where it is physically impractical to conduct field tests in an operational



substation. Additionally, when an expected event doesnodt
conditions (such as a fault, line trip, or continggtch i s At est condi ti ono
analyzedon the RTDSMore information on the use of RTDS is foundlie appendces

In addition to the RTDS, SCE utilizeggeneral Electrid?ositive Sequence Load FIoQ®SLF
steadystate andlynamicmodelingto observe system conditions in a simulation environment
for the same reasons the RTM&s used PSLF is astandard tool utilized byperation
engineersaand transmission planners on which system performance is evaluated under various
contingencies. It wasarly PSLF studies which identified the current location of the BESS for
its potential benefits to the adjacent wind farms due to transmission contingeviores.
information on the use of PSLi&found inthe appendces

Some system conditions aexpected under normal operagiconditions such as high wind
generation and a low local load which produce a large amount of export enangythie

region. Based on paskperiencethese periods are predictable and are anticipated. Although
these conditins historically have produced stress on the system, it does not demonstrate the
type of stress caused by a system event such as a fault or by wind gusts causing unusually high
wind ramp ratesTherefore the approach is to capture data for both types ehatos.

SCADA data is the primary source for steadgte or trend data, while the PMU and DFR will

be the primary source féransient typevent.

ProjectTPRs will also provide information about wind generation availability, variability, and
capacity Working with the CAISO, SCE will evaluate the ability of BRESSsmart inverter to
follow operator and market signals to provide ancillary sesvered arbitrage market prices.
To that end, some ndeMS data will be observed and analyzed for its relatmBESS
performance.

The ability of the BESS to respond to CAISO market signals or its ability to follow a
prescribed schedule as a result of being awarded for an acceptable bid into the market will be
examined. The intent of the first year of operat®toi let the SCEnNergy Operations Group
simulate market awards and dispatches to the BESS control sy$tesrEnergy Operations
Groupwill observe the operation of the BESS to respond to CAISO signals via the RIG and
make an assessment whether the BES&ldvpass CAISO requirements as a market resource.
The plan is to set up prescribed charge/discharge schedulesar 1that would test the
capability of the BESS to follow regimented patter@®ncurrently,the project teanwill

collect data and netsydgem conditios and opportunities via data mining to further support

one or more of the 13 operational uses.

During year 2of the BESS field test, the SGEnergy Procurement & Management Grouip
take the lessons learned frgmear 1and actually bid the BESStmmthe CAISO market with
real financial implications and exposurelhis activity will be conductedunder the close
scrutiny of the project team wé monitoringthe BESS performance and benefits under real
market conditions.

Additionally, key performance factors f@ESSapplicationssuch asenergy density, energy
capability, round trip efficiency, cycling capabilitife span, etc. will be reported.

c



4.2 Operational Uses

As referenced previoush5CE has identified operationates to be evaluated as part of the
TSP. Each of thd3 use cases and the associated etaluanethodologyare summarized
below. Modeling and/or simulation may be used in some instances to scale results to better
understand potentiaind otheimpacts of the BESS.

4.2.1 Transmission Uses

4.2.1.1Voltage SuppofGrid Stabilization

Steady state and dynamic voltage regulation testing will be conducted locally (Monolith
66 kV bus voltage profile) This will provide data for real and reactive power (power
factor), and storage system dispatch metrics. Existing EMS SCADA data collection
systems, along with PMDigital Fault RecorderFR)/Power Quality Monitor PQM)
devices will be used to collect and archeaent data. PSLF and tR&TDS will be used

for simulaton and validation.

4.2.1.2 Decreasd Transmission Losses

Transmission losses for the affected system under study will be evaluated by monitoring
reaktime transmission line loading. Existing EMBEADA data collection systems, along
with PMU/DFR/PQM devices will & used to collect and archive field data. The RTDS
will be used for simulation and validation.

4.2.1.3Diminished Congestion

Effectiveness of thESSto diminish congestion will be measured by the reduction of
transmission line loadingvind generation curtailménand/or the frequency of wind
curtailment events. This will be provided through system operator control-péain
charging and ofpeak discharging of thBESS Existing EMS SCADA data collection
systemsalong with PMU/DFR/PQM devices will be used tdlect and archive data. The
RTDS will be used for simulation and validation.

4.2.1.4 Increase& System Reliability by Load Shed Deferral

Effectiveness of th8ESSto increase system reliability through load shed deferral will be
measured by the reduction of lodtedding events and increased power flow into the area.
This will be provided through system operator controkhe storage systentharging
during high windand dischargingduring low wind Existing EMS SCADA data
collection systemalong with PMU/DFR/BM devices will be used to collect and archive
data. The RTDS will be used for simulation and validation.

4.2.1.5 Deferred Transmission Investment

The suitability of theBESS to allow for deferred transmission investment will be
evaluated as part of the TSP. fAsmission load profile and storage system dispatch data
will be collected to determine transmission line loading, transmission losses, congestion,
and congestion costs. Comparison of this data against current transmission plans will
provide a means to pport deferral of transmission investment. Existing EMS SCADA
data collection systemalong with PMU/DFR/PQM devices will be used to collect and



archive data. The RTDS will be used for simulation and validali@mould be noted that
since the initiabn of this project, SCE has completed a large transmission investment in
this area, which may reduce the ability to evaluate this usage.

4.2.1.6 Optimizel Size and Cost of Renewable EneRplated Transmission

The ability to reduce cost and optimize size of reridgvanergy related transmission will

be measured by comparing the projected differences in the required transmission line
capacity. Wind generation profiles and storage dispatch data will be used to draw these
comparisons.

4.2.2 System Uses

4221 Provide Syster@apacity/Resource Adequacy

System capacity and resource adequacy will be evaluated based on the ganeraton
reserves relative to total wind generation injecting power into the Monolith substation.
Pre and post installation values will be compdredetermine the effect of tiRESS

4222 Renewable Energy Integration (Smoothing)

Power output and voltage fluctuations before and 82 Sinstallation will be compared

to determine the effect of tiRESS Existing EMS SCADA data collection systeaisng

with PMU/DFR/PQM devices will be used to collect and archive data. The RTDS will be
used for simulation and validation.

4.2.2.3  Wind Generation Output Shifting

Our objective is to determine the BESSOs
lower cost offpe&k times to higher cost, gpeak times. The battery will be charged at
night and discharged during the day. The cost difference between energy during discharge
and charge cycles will be evaluated to determine the benefits.

4.2.3 CAISO Market Uses

4.2.3.1 Frequency Ragation

Our objective is to determine if the BESS can provide frequency regulation as directed by
CAISO Automated Generation Control (AGC) signdlhe results will demonstrate the
systembés ability to follow schedul e.

4.2.3.2 Spin/noRSpin Replacement Reserves

The objective is to determine if tlBESScan supply power in nespinning and spinning
situations as directed by the CAISO automated dispatch system (ADS) signal. The
evaluation will determine the quantity and financial value of displaced operating reserves

4.2.3.3 Deliver Ramp Rate

The output from théBESS controller will be monitored to verify the ability to follow
CAISO signals. The accuracy will be expressed in terms of the percentage deviation from
schedule.



4.2.3.4 Energy Price Arbitrage

The cost difference betweamergy during discharge and charge cycles at both peak and
off-peak hours will be evaluated. The output from the BESS controller will be monitored
to verify the ability to follow CAISO market signals.

4.3 BaselineDevelopment
4.3.1 Overview

Baselinedevelopmentwas completed during the second half of 2014. Collection of
baseline data for the project includes data from the region before and after the recent
system upgrade&stablishing a baseline set of conditionsthad systemprior to BESS
connectionand prowding monthly status updates and periodic update reports as to trends
and findings are important aspects of the original plan for this proj@&aseline report

data and informatiomill be used in Technical Performance, Impact Metrics, and Final
Reports defined by the MBRHhe Baseline Data Analysis & p#l&V modeling is
specifically tailored tosupportthe requirements othe TSP Test PlanFor reasons set

forth below, the approach fodewloping andusing a baseline was revisedue to
changes in the transmission system in the Tehachapi area.

4.3.2 The Role of a Baseline in Measurement &adidation for the TSP Performance
Evaluation

A baseline is a set of measured values before a test is conducted, against which
comparable values collected during the test are to be compared to verify that changes in
system response to the test can be validly attributed to the TSP and not to changes in
other conditions.Therefore, thepurpose of a baseline is to set a standard of system
response to events if the TSP were not in service. Such events are of four types:

1. Spontaneous eventsExamples includdaults, unintended line trips, load changes,
andexcursions in wind speed affecting generation.

2. Operational actions These arententional changes affecting other system elements
for reasons unrelated to the operation or testing of the TSP. Examples include
changed generation dispatch, voltage targetg, din capaitor status, transformer
taps.

3. System response test§ hesanvolve intentional changes to other system elements to
which the TSP is to respond which will be followed by a reversal to bring the system
back toits prior condition.The actions pedrmed are similar to type &ovebut the
intent is to test the TSP.

4. Local tests Thesenvolve intentional changes in the gaints or dispatch of the TSP
itself, to be followed by a reversal to bring the system and the TSP back to their prior
condition.

Eventsof the first and second types occur routinely during the operation of a power
system. The intentional changes in the third type of event can be applied during either
baseline or test conditionSvens of the fourtitype are not meaningful unless the TSP is

in service.



4.3.3 Requirements for ®alid Baseline

A baselineis valid if and only if system conditions have not been changed in a way that
will affect the values recorded. The data collectegears20162011for the Tehachapi

area includes some variables, such as local load and wind generation, which are expected
to follow similar patternsn the future, because the installed equipment and the climactic
conditions are not known to have experienced material changeeudo the installation

of new 230/66 kV transformers at Windhub, the separation of the AntelBpdey area

into two parts, and the reconfiguration of the 66 kV lines in the Tehachapi area to radially
feed into Windhub (together referred to as tasten Kern Wind Resource Area
EKWRA Project) mean that the data collectedias a valid baseline for such quantities

as congestion and voltage.

4.3.4 Alternatives tdJse ofHistoricalData as &8aseline

Not all of the tests to be performed would depend on a ibaselen if one were
available.Several tests to demonstrate the response of the system to a signal from the
CAISO to the TSP cannot be compared to a baseline, as if there were no TSP there would
be nothing to send the signal to.

One type of baseline whiccan be applied is to utilize the TSP for only a portion of a test
and compare responses during the two peri@itsne tests are designed to be conducted
during special conditions such as a certain combination of wind generation and load, it is
beneficialto compare the system response with and without TSP for a portion of the test
since it can fully utilizing the limited occurrence of the required condition.

Due to the EKWRA project strength the system in the area, it is possible that the impact
of BESSis not as significant as in the initi@ahgineering studies and analysis of the
transmission assets in the Tehachapi regis needed, it is beneficial to form the
baseline by simulating the effect of a test using PSLF and to compare the simulated
respons to that observed in the field.

4.4 Data Collection and Analysis

Energy Management System (EMSTADA historical data is available the projecfor the
transmission system and for the wind farmEMS SCADA datain conjuction with data
collected during theear prior to BESS operatipwas usedo establish baselineformation

This baseline datavas alsoused to determine optimum periods for specific teste EMS
SCADA will capture transmission system data needed to demonstrate the ability of the BESS
to perform thel3 operational uses and to assess the value of the B®&88efit. SCE has
defined eight tests that will be conducted during the demonstration period. Data obtained from
these eight tests will be used in different combinations to denatmstreB E S Sabilgy to
performagainsthe 13 operational use cases.

Briefly, the eight tests will be designed me asure the BESSG6s abil
following system needs or signals

1) Provide steady state voltage regulation at the local Nkbngs kV bus



2) Provide steady state voltage regulation at the local Monolith 66 kV bus while performing
any other tests

3) Charge during periods of high wind and discharge during low wind UB@&r system
operator control

4) Charge during ofpeak periods and dikarge during ompeak periods undesCE system
operator control

5) Charge and dischargeeconddo-minutes ameeded to smootimtermittent generatioim
response to a reéime signal

6) Respond to CAISO control signals to provide frequency response

7) Respond t&CAISO control signals to provide spin/nspin reserves

8) Follow a CAISO market signal for energy price

SCE expects that each of the above tests will be conducted independently. In addition, some of
the tests will also be conducted concurrently in varmambinations (stacking) to develop an
understanding of an operatordés ability to d
simultaneously. The ability to respond to multiple uses will be an important factor in
determining the cost effecetivness of bagtery systenmrhetablebelowshows which tests are
expected to provide data for each of tiperational uses.

) Test
Operational Use 1 > 3 4 5 6 7 8
A e e
2 2 X
£ 3 X
g Ls . 9
6 X X
= 7 X
o
o 8 :
@ 9 X
B 10 X
38 [[u 2
©
<% [ 1w B
13 X

Table 4-1 System TesandOperational Use Matrix
4.4.1 Steady Stat®ata Collection

The principal source for system steady state data is the EMS SQGRiEAhistorian which

records 4 second instantaneous values continuously. This data, which is time stamped, is
archivedfor the duration of the projeat a separate server for this datled eDNA. eDNAis

the corporatedepository of practically all electrical measuremepteviding ample data to
support analyses of the battery systembs effe



Transmissiordatato be captured during these tests includes:

1 Wind generation

1 66 kV substation bus voltag@&t MonolithandWindhub
1 Loading onthe followingtransmission ling

MonolithT Breeze66 kV line 1 and 2

Monolithi Cummings66 kV line

Monolith T Loraine66 kV line

MonolithT Cal Cement66 kV line

MonolithT MidWind 66 kV line

MonolithT ArbWind 66 kV line

O O O0OO0OO0Oo

In addition to the physical data, n&MS data such as information provided by CAISO were
capured during these tests include

1 Frequency response requiremeautsl the response provided by BIESS over time

1 Spin/nonspin reserve requiremerdsad the response provided by the BESS over time
1 Generation reserve requiremeantsd the response provided by the BESS over time

1 Energy price signaland the charge and discharge patterns of the BESS

This data is archived in the Generation Management System (GMS) market system

BESSdata measurements collected in the Data Acquisition System (&&aShown irthetable
below.

DAS GMS

Operational Mode BatterySystemSOC MW Availability
Import Energy Signal (State of Charge Market Awards
Export Energy Signal Response Time Mode of Control
Powerlnput (MW) Number of Cycles Outage Information
PowerOutput(MW) Harmonics GMS/CAISOcontrol
Voltage Hourly Electricity Price signals
ReactivePower Energy (M\Vh)

(MVAr) Frequency

Power Factor Current (A)

Table 4-2 BESS Data Collection
4.4.2 Transient Event Data Collection

In the event that a system fault or disturbance impacts the Monolith substatioadjacent
substations, the EMS data collection will be inadequate to record the data due to its short
durationof the event Typically system disturbance duration is less than a second; therefore, an
EMS 4 secondscan could not see this event in itsirety.



Thesetypesof events cause chain reaction of events such as low valtagebstation busses
and lines, trippingearly versions of installedind generation, and if severe enough,gmg of
customer loads. Specialzequipment such as PMU alFR and local PQMdeviceswill be

used torecord data at high sampling ratesrequired, capturingventdatawith sufficientdetail

for post event analyses by projegistem engineers. The PMU captures voltage and phase angle
at 30 samples per second.eTDFR sampling rate 30 samples per second providing even more
detail at the substation bus. This data is captured in data¥iéesble to the project team for
moreextensive examination.



5 Measurement andValidation TestPlan Summary

5.1 BaselineData Analysis

Two years (2010 tlmugh2011) of data was collected and analyeduide the project team

for the optimum times to implement specific tedE®r example, system engineers recalled that
problems in the system exacerbated during times of high wind generation and lowadcal
The baseline data provided insight as described below on the seasonality and time of day
sensitivity for the voltagéests This data included

EMS Data:

i.  Monolith Substation 66 kV bus voltage

ii.  Monolith Capacitor Bank Status
iii.  Monolith substation regowerprofiles
iv.  Lineload profiles orseven66 kV transmission lines of interest
Monolithi Sub Tran Lines BEHA-LO-WB (Monolithi Loraine line)
Monolith i Sub Tran Lines BREEZE1
Monolith i Sub Tran Lines BREEZE?2
Monolithi Sub Tran Lines CALGOL-WIN (Monolith i MidWind line)
Monolithi Sub Tran Lines CALROSWIN (Monolith i ArbWind line)
Monolithi Sub Tran Lines CAIWINDP (Monolithi Cal Cement line)
Monolithi Sub Tran Lines CUMMINGS
v. Area wind farm generation profiles.

E R

Non EMS Data:

vi.  Area wind farm curtailments requiring compensation
vii.  System disturbance
viii.  CAISO locational marginal pricing

Statistical methodologiesere used to analyze two e adata. Shecollected load data was
nor mali zed to the peak value observed, ter mec
summarized for time periods distinguished by:

A Calendar month
A Period within the day: six four hour peds, period 1 beginning at midnight and ending at
4:00 AM, period 2 beginning at 4:00 AM and ending at 8:00 AM, etc.

Wind generation data was normalized and summarized for the same periods. The resulting
metric is referred to as a capacity factDetailed analyses are presented in the Appendices.

5.2 M&V Analysis Assumptions

The Test Plan assumes the BESS will always be operated within the specifications given by the
manufacturer, and with safety constraints determined by SCE. The BESS will be takea off

in any circumstance that places additional stress on the system, or when it may interfere with
system operationar grid reliability. When bidding into the CAISO market, the BESS Wél
operated and scheddlen accordance with established procedur&e lany other CAISO



resource. It is expected that lessons learned in early testing will inform future tests,
particularly as they relate to market participation. As suemncial constraints and
expectations during year 1 of operatisiti be appropriatly measured

When applicable the project witn numerical modekimulations of thesachtest System
variables (voltages, currents, power flowgredicted by simulation models will beade
availableto grid operations

5.3 Mini-System

Contractual requirements for substantial acceptance included manufacturer delivéfinof a
System for testing, evaluation, and acceptance by SCE (see SectionMinierSystem
specifications). TheMini-System replicated all major hardware, software, dmchware
components present in the full system, including the batteries, BMS, PCS modules, PCS
controls, SEC controls, and communication paths within and between these components. This
enabled SCE to test the overall design, quality, safety, and religbili o f the syster
integration prior to commissioning or energizing the full system. This approach had the
advantage of avoiding significant limitations to performing the same tests on the full system,
including the difficulty in working out softwatimware bugs with the manufacturer outside

of a controlled laboratory environment, the need to exchange significant power and energy at
will, the remote location of the site, the availability of laboratory facilities, equipment, and
personnel, and the #iby to perform tests that would be hazardous or potentially detrimental to
the full system.

The mainMini-System characteristics include the following:

77 sq. ft. footprint

30 kw

116 kWh

1 mini Power Conversion System cabinet
1 Section

1 Bank

2 Racks

36 Modules

2,016 Cells

Too Too Too oo oo oo oo o To

A Mini-System test plan was developed by SCE energy storage engineers, and was divided
into two phases. The first phase focused on the safety and expected behavior of the batteries
and BMS during interruptions to various communicati@athp during system startup and
operation. The first phase also consisted of
thresholds to confirm the system was capable of recognizing operation outside of these limits,
and its ability to take appropr&taction to reach a stable, safe condition without manual
intervention. SCE required successful completion of the first phase before allowing the
manufacturer to finish commissioning or energize the full system. The second phase of testing
consisted of pdorming system acceptance tests onNhei-System to confirm overall correct
operation of the SEC control algorithms, test modes, and system response prior to performing
the same tests on the full system. This had the added advantage of being abhe tanckfi



make improvements to the system acceptance test plan itself prior to final, official performance
on the full system.

5.4 SystemAcceptance Test Plan

Similar to theMini-System, contractual requirements for substantial acceptance called for the
full system to pass a series of system acceptance tests as defined in the System Acceptance
Test Plan jointly developed by SCE, the manufacturer, and the PCS/SEC/controls
subcontractor. The test plan included five tests to verify compliance with the contractually
specified performance parameters, as well as seven tests to confirm the proper operation of the
SEC control algorithms that would be used throughout the M&V period. The individual system
acceptance tests were:

1 Performance and Capabilities
1. Real/reactive powdlispatch accuracy
2. Sustained full real/reactive power dispatch capability
3. Real power discharge capacity and duration
4. Reallreactive power ramp rate
5. Automatic battery section balancing
1 SEC Control Algorithms
Test 1: Steady State Voltage Regulation
Test 3: arge During High Line Load/Discharge During Low Line Load
Test 4: Charge Ofpeak/Discharge Gpeak
Test 5: Charge and Discharge as Needed for Grid Purposes
EMSi GMS Transition
EMS and GMS Communication Fault Handling
Manual andCAISO Power Dispatch

NoakrwnNpE

5.5 Characterization Test Plan
5.5.1 Overview

The System Acceptance Tests performed in July 2644 Section @Gncluded a capacity

test that measured the dischargeable energy of the system. However, this test did not
measure round trip efficiency, nor did it operate the system under realistic, frequent
cycling profiles. The purpose of tlsgstemCharacterizatiorTest Plan is to characterize

the behavior and performance of the system during frequent full charge/discharge cycles
at 8 and 4 MW. Power, energy, efficiency, and temperature data from the battery system,
PCS, and PCC will be analyzed.

5.5.2 Charge/Discharge Dation Test

During the System Acceptance Tests, the system took four hoursng/minute) to
discharge from 98% SOC to 2.5% SOC (the full operating range) at §9d&/Section 6
andAppendixl). However, the System Acceptance Tests did not demonstraaenthant
of time the system takes to charge from 2.5% SOC to 98% SOC, at either 8 or 4 MW. The
purpose of the Charge/Discharge Duration Test is to determine the current charge and



discharge durations of the system at 8 and 4 MW, in order to optimize thd SE@
On/Off Peak schedules for the 8 and 4 MW Cycle Tests below.

1.

2.

4.

5.
6.

Using Fully Discharge BESS, the systenil discharge at 8 MW to a full

discharge.

After a minimal rest period (less than 15 minutes) with Fully Discharge BESS still
on, using Fully Charg BESS, the systemill charge at 8 MW to a full charge.

After a minimal rest period (less than 15 minutes) with Fully Charge BESS still on,

using Fully Discharge BESS, the systeui discharge at 8 MW to a full

discharge.

After an optional rest periodsing SOC Control, the systemill charge to
approximately 30 % SOC.
Steps 1 through Will be repeated at least once, and no more than once per day.
Steps 1 through Will be repeated at 4 MW.

5.5.3 8 MW Cycle Test

The purpose of the 8 MW Cycle Test is to chtedze the behavior and performance of
the system during frequent full charge/discharge cycles at 8 MW. Prior to starting the test,

the SECTest 4 On/Off Peak schedules should be optimized using the results of the

Charge/Discharge Duration Testhe schedles include two continuous charge/discharge
cycles over the entire SOC operating rangei @3% SOC), as well as a rest period at 30
period fills theanggap

% SOC.
charge/discharge cycles and the stait df e

Thi s

rest

next dayods cycl es.

be

Thi

to include a third complete cycle, and the SEC Test 4 scheduler is not capable of creating
a rolling schedule that spans multiple days.

1. UsingSCETest 4 and the On/Off Peak schedules below, the systikém
charge/discharge at 8 MW for at least two weeks.

Days Times Duration (h)| Sequence/Description

Su| thru | Su| 0000| thru| 0130| 1.5 1. Full discharge from ~30 % SO
Su| thru | Su| 0600 thru| 1015| 4.25 3. Full discharge

Su| thru | Su| 1445| thru| 1900| 4.25 5. Fulldischarge

Table 5-1 SECTest 4on Peak Schedule

2 SEC Test 4 refers to a specific BESS operating niioateincludes a schedule function.



Days Times Duration (h)| Sequence/Description

Su | thru | Su| 0130]| thru | 0600| 4.5 2. Full charge

Su| thru| Su| 1015| thru | 1445| 4.5 4. Full charge

Su| thru| Su| 1900/ thru | 2015| 1.25 6. Partial charge to ~30 % SQ

Table 5-2 SECTest 4off Peak Schedule

5.5.4 4 MW Cycle Test

The purpose of the 4 MW Cycle Test is to characterize the behavior and performance of
the system during frequefull charge/discharge cycles at 4 MW. Prior to starting the test,
the SECTest 4 On/Off Peak schedules should be optimized using the results of the
Charge/Discharge Duration Testhe schedules include one continuous charge/discharge

cycle over the eime SOC operating range (288 % SOC), as well as a rest period at 30

%

SOC.
charge/ di scharge
include a secondomplete cycle, and the SEC Test 4 scheduler is not capable of creating a

Thi s

r

est
cycl

rolling schedule that spans multiple days.

peri od

fills

e and the

t hange gap

start

1. UsingSECTest 4 and the On/Off Peak schedules below, the systkém
charge/discharge at 4 MW for at least two weeks.

Days Times Duration (h)| Sequence/Description
Su| thru | Su| 0000 thru| 0245| 2.75 1. Full discharge from ~30 % SO
Su| thru | Su| 1115| thru| 1930| 8.25 3. Full discharge
Table 5-3 SECTest 4on Peak Schedule
Days Times Duration(h) | Sequence/Description
Su| thru| Su| 0245]| thru| 1115| 8.5 2. Full charge
Su| thru| Su| 1930| thru| 2200| 2.5 4. Partial charge to ~30 % SQ

Table 5-4 SECTest 4off Peak Schedule

of

b
t he



5.5.5 Future Tests

In the future, the &nd 4 MW Cycle Tests may be repeated without charging the system
to 30 % SOC between each daily cycle period. This will result in the system spending
more time in a fully discharged state, and will more closely resemble potential
operational profiles wherthe system is left fully discharged for several hours before

receiving a charge.

5.6 Test 1 Provide Steady State Voltage Regulatioat the Local Monolith 66 kV

Bus

Overview: Thi s t est wi |

I examine the BESSO

abi

respod with +4 MVAr of nominal capability to maintain AC voltage on the 66 kV
Monolith substation bus within steagtate (+ 5%) range.

Primary Method of Performing Test

Operate passively in background, absorbing
supplyingreactive poweas required to hold
voltage sepoint

Expectations for this test not expected for al
tests

Correlatereactive poweputput with voltage
response at 66 kV bus

Preconditions for this test not required for
all tests

Coordinate schedule with operational seque
for capacitotbanks

Simulation

Real Time Digital Simulation with Hardware
in the Loop (RTDS)

1. Representing voltage, generation and log
values before test.

2. With BESS at changed voltage setpoint.

3. With capacitor switched off, BESS off

4. With capacitor off, BESS at maximum
MV Ar injection.

Timing of test

A High and low expected wind generation

o High wind months are May and June

o Low wind months are from Septemb

through February

o March, April, September and Octobe
vary from year to year.

A High and low expected local load

Duration of test

At a minimum, until bus voltage has stabilizeg
at the command value. A minimum afe
hour is suggested to demonstrate the ability
sustain the scheduled\\r flow




Data to be collected

A 66 kV Monolith bus voltage profile
A Storage dispatc(BESS reactive power
output)

Relevant DOE Metrics

A Reactive power at BESS & connection
A Storage Dispatch

Operational Uses

Voltage support/grid stabilization

Expected Results and Benefits

Monolith bus voltage expected to respond w
up to 3 changean value in response to BESS
discharging The percentagehangewill
depend on the system topology and wind
generation level.

Test Results

Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-5 Test 1 Plan Procedure

Test Data Source Units Sample Rate

Monolith 66 kV bus eDNA kV/kVAr 4 seconds

voltage

BESS State of Charge | eDNA % Better tharb minutes
(SOC)

Voltage Response PMU/PQM kv 30 samples per second
Curves

Table 5-6 Test 1 Source of Test Data

5.7 Test 2 Steady State Voltage Regulatiomnder Any Mode

Overview: Similar to Test 1, the BESS will be operated in a reactive power control mode to
test its ability to autontecally maintain AC voltage on the 66v Monolith substation bus

range.
voltage as a voltage compensation device while obeying real power dispatch commands

within steady state (¥ 5 %)

However, t he

instead of as a decated voltage compensator in Test 1.

Primary Method of Performing Test

Operate passively in background, absorbing
supplyingreactive poweas required to hold
voltage sepoint

Expectations for this test not expected for al
tests

Correlatereactivepoweroutput with voltage
response at 66 kV bus

test

e X



Preconditions for this test not required for
all tests

Coordinate schedule with operational seque
for capacitor banks

Simulation

Real Time Digital Simulation with Hardware

in the Loop (RTDS)

1. Representingoltage, generation and load

values before test.

2. With BESS at changed voltage setpoint.

3. With capacitor switched off, BESS off

4. With capacitor off, BESS at maximum
MV Ar injection.

Timing of test

A High and low expected wind generation
o High wind months ar&ay and June.
o Low wind months are from Septemb
through February
o March, April, September and Octobe
vary from year to year.
A High and low expected local load
A Real power BESS modes: charging,
discharging, and inactive

Duration of test

At a minimum, untibus voltage has stabilize(
at the command value. A minimum afie

hour is suggested to demonstrate the ability
sustain the scheduled\lMr flow

Data to be collected

A 66 kV Monolith bus voltage profile
A Storage dispatch (BESS real and reactivg
poweroutput)

Relevant DOE Metrics

A Real and reactive power at BESSI86
_ connection
A Storage Dispatch

Operational Uses

Voltage support/grid stabilization

Expected Results and Benefits

Monolith bus voltagdluctuation will be
reduced greatlyin response tBESSvoltage
support and the number of switching
operations for the substation shunt capacito
will be greatlyreducedreduce the
maintenance requirements)

Test Results

Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-7 Test 2 Plan Procedure



Test Data Source Units Sample Rate
Monolith 66 kV bus eDNA kV/kVAr 4 seconds

voltage

BESS State of Charge | eDNA % Better tharb minutes
(SOC)

Voltage Response PMU/PQM kv 30samples per
Curves second

Table 5-8 Test 2Sourceof Test Data

Test 3 Charge during Periods of high loading for the export lines And Discharge
during low Loading periods Under SCE System Operator Control

Overview: This test is primarily designed to demonstrate the BESS operation to mitigate line
congestion by charging during periods of high line loading and discharging during periods of

low line loading.

Primary Method for testing high/low load
operation

Operational control centeperates thBESS
in appropriate configured mode fospecified
duration

Expectations for this test not expected for al
tests

A Mitigate high line loading utilizing full
capacity of the BESS.

Preconditions for this test not required for
all tests

A BESS is fully discharged (for charging
or charged (for discharging) at start o
tests of steady state operation.
Coordination with Grid Operations

Center about line outage conditions.

A

Simulation

Real Time Digital Simulation wittHardware

in the Loop (RTDS)

1. Representing voltage, generation and log
values before test.

2. With BESS at changed MW setpoint,
dispatched against generation external tg
Tehachapi area.

Timing of test

High expected wind generation for
charging

o High wind monhs are May and June.
Low expected wind generation for
discharging

o0 Low wind months are from Septemb:g

through February

The test should be repeated under high ¢
low expected load conditions.




Duration of test

For steady state tests, a four hour period is
required to fully charge or discharge at
maximum rate. Consideration should be give
to charging/discharging at a lower rate for a
longer time to demonstrate this capability

Data to be collected

A Transmission loads on the
following 66 kV lines.

0 MonolithT Breeze
linel &2

0] Monolith T
Cummings line

0 MonolithT Loraine
line

0] MonolithT Cd
Cement line

0] Monolith T
MidWind line

0] MonolithT ArbWind
line

Wind generation profile
Wind generation curtailmer
requiring compensation
CAISO price data
Storage dispatch

> D> D>

Relevant DOE Metrics

Transmission line load
Transmission losses
Congestion and congestion cost
Storage dispatch

Operational Uses

Decreased transmission losses
Diminished congestion

Increased system reliability by load shed
deferral

Deferred transmissioimvestment
Optimized size and cost of renewable
energyrelated transmission

S

Expected Results and Benefits

Lines flow expected to respond witi25%
change irline flow values in response to BES!
(dis)charging. The percentage depends on t
system topologyvind generation and load
level during the discharge period.

TestResults

Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-9 Test3 Plan Procedure



Test Data Source Units Sample Rate
Circuit breaker loads eDNA MWh/MVAr 4 seconds
BESS State of Charge | eDNA % 5 minutes
(SOC)

Wind Farm eDNA MWh 4 seconds
Generation

Table 5-10 Test 3Sourceof Test Data

5.8 Test 4 Chargeduring Off-Peak Periods & Dischargeduring On-Peak Periods
under SCE System Operator Control

Overview: This test will store ofpeak energy for use during peak periods to increase the
amount of available wind energy used and reduce the use of energy prdguatder

generating sources.

Primary Method for testing high/low load
operation

Operational control center dispatclogmerates
theBESSat an appropriate configured mode
for a specified level and duration

Expectations for this test not expected for al
tests

A Time shift wind generation output from ef
peak to orpeak utilizing full capacity of
the BESS

Preconditions for this test not required for
all tests

A BESS is fully discharged at start of test.

Simulation

Real Time Digital Simulation with Hardware

in the Loop (RTDS)

1. Representing voltage, generation and log
values before test.

2. With BESS at changed MW setpoint,
dispatched against generation external t¢
Tehachapi area.

Timing of test

Off-peak periods at night & mornings
On-peak during latelay and edy evening
Summer months

Data to be collected

>\ B> >

Transmissiortioads on the following lines.

o MonolithT Breeze lined & 2

o Monolithi Cummings line

o MonolithT Loraine line

o Monolithi Cal Cement lin¢o
Monolithi MidWind line

o MonolithT ArbWind line

Wind generation profile

Wind generation curtailment requiring

compensation

Storage dispatch

Relevant DOE Metrics

Congestion and congestion cost
Storage dispatch

(> DD




Operational Uses A Provide system capacity/resource adequ
A Wind generation outpughifting

Expected Results and Benefits BESS charge and discharge according to
schedule shifting up to 100% of the battery
energy from offpeak to orpeak

TestResults Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-11 Test4 Plan Procedure and Results

Test Data Source Units Sample Rate
BESS Energy eDNA MWh 4 seconds
BESS State of Chargg eDNA % 5 minutes
(SOC)

Wind Farm eDNA MWh 4 seconds
Generation

Table 5-12 Test 4Sourceof Test Data

5.9 Test 5 Charge & Discharge Second$o-Minutes As Needed To Firm & Shape
Intermittent Generation in Responseto a RealTime Signal

Overview: This test will demonstrate the BE&&bility to firm and shapéhe poweyrespond
to system signals and reduce the system requirements to integrate variable energy sources from
the grid.

Primary Method for test Operational control center dispatches opera
the BESS at an appropriate configd mode
for a specified level and duration

Expectations for this test not expected for all A Intermittent generation output is firmed a

tests shaped, both in ramp up and ramp down
conditions

Preconditions for this test not required for| A Approximately 50% SOC at start of test
all tests A Set BESS in AGC/Dispatch mode

A Validate market awards and schedules
Simulation N/A
Timing of test N/A
Data to be collected A Transmission loads on the following lineg

o Monolithi Breeze lined & 2
0 Monolithi Cummings line
o Monolithi Loraine line

o Monolithi Cal Cement line




o MonolithT MidwWind line
o MonolithT ArbWind line
Wind generation
Storage dispatch

Transmission line load
Transmission losses
Congestion and congestion cost
Storage dispatch

Relevant DOE Metrics

Deferred transmission investment
Optimized size and cost of renewable
energyrelated transmission
Renewable energy integration (Firming &
Shaping)

Operational Uses

v DD DD D D> D

Expected Results and Benefits BESS charge and discharge according tadwi
farm generation mitigating intermittency

TestResults Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-13 Test5 Plan Procedure and Results

Test Data Source Units SampleRate
BESS Energy eDNA MWh 4 seconds
BESS State of Charge | eDNA % 5 minutes
(SOC)

Wind Farm eDNA MWh 4 seconds
Generation

Table 5-14 Test 5Sourceof Test Data

5.10Test 6 Respod To CAISO Control Signalsto Provide Frequency Response

Overview: This test will demonstrate the BE&&bility to follow CAISGG control signal for
Area Control Error (ACE) via the RIG (Remote Intelligent Gateway).

Primary Method for test The Generation Management Syste&aMS)
schedules a predetermined schedule for BE
to follow CAISO market signal via the RIG

Expectations for this test not expected for all A BESS awarded market AGC for testing

tests hours
A BESS follows CAISO AGC signals in rea
time
Preconditions for this teg not required for | A Connection to CAISO via RIG module
all tests A BESS has been certified to provide

Ancillary Serviced regulation and/or




spinning reservé to CAISO

A BESS has been Bid and Awarded
regulation

A BESS is capable of receiving a MW
dispatchnotificationi for dispatch signal
case

A Approximately 50% State of Charge at st
of test

Simulation

N/A

Timing of test

Based on market award

Data to be collected

A CAISO operations signal for system
frequency response (set point)
Frequency response récgment
Storage dispatch

Control Mode

ControlPermissive

High and Low range regulation values
Energy schedule

Relevant DOE Metrics

System Frequency
Storage dispatch

Operational Uses

Frequency regulation
Deliver ramp rate

To I>{ > Iy B I D I D D

Expected Results and Benefits

BESS charge and discharge according to
market signals within acceptable CAISO
performance guidelines

TestResults

Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-15 Test6 Plan Procedure and Results

Test Data Source Units Sample Rate
BESS Energy eDNA MWh 4 seconds
BESS State of Chargg eDNA % 5 minutes
(SOC)

Wind Farm eDNA MWh 4 seconds
Generation

CAISO LMP GMS $/MWh hourly

Table 5-16 Test 6Sourceof Test Data




5.11Test 7 RespondTo CAISO Market Awards to Provide Energy And Spin/
Non-Spin Reserves

Overview: This test will demonstrate the BE&&bility to respond to CAIS@ market awards

to provide Energy andpsning (5 minute response) and pgpinning (10 minute response)
reserves. This will provide further support of improved dependability of wind resources for
resource adequacy considerations

Primary Method for test GMS schedules a predetermined schethrle
BESS to follow simulated CAISO market
signal via the RIG

Alternate Method for test N/A

Expectations for this test not expected for all A BESS awarded Energy and spin/non spif
tests services

Preconditions for this test not required for| A Connetion to CAISO via RIG module.

all tests A BESS has been certified to provide
Ancillary Services regulation and/or
spinning reserve.

A BESS is capable of receiving a MW set
point signal.

A BESS is capable of receiving energy
di spatch AGo Toodo s

A BESS is fully charged

Simulation N/A
Timing of test Based on market award
Data to be collected A CAISO operations awards for spin and fn

spin reserves

CAI SO AGo Too disp
GMS schedules

CAISO Ancillary Services prices
Spinning and noigpinning reserves
requirements

Storage dispatch

Relevant DOE Metrics Ancillary Services cost

Storage dispatch

Operational Uses Spin/nonspin Replacement reserves

Deliver ramp rate

DDA\ DD D

Expected Results and Benefits BESS charge and discharge according to
market signals within acceptallBAISO
performance guidelines

TestResults Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-17 Test7 Plan Procedure and Results



Test Data Source Units Sample Rate
BESSEnergy eDNA MWh 4 seconds
BESS State of Charge (SOC) | eDNA % 5 minutes
Wind Farm Generation eDNA MWh 4 seconds
CAISO LMP GMS $/MWh hourly

Table 5-18 Test 7Sourceof Test Data

5.12Test 8 Follow A CAISO Market Signalfor Energy Price

Overview: This test will demonstrate the BE&&bility to respond to CAISO market signals
for energy price to charge during periods of low price and discharge during periods of higher

price.

Primary Meth od for testing high/low load
operation

Bid into CAISO to buy (for charging) or sell
(for discharging) during periods of high and
low expected wind, respectively

Expectations for this test not expected for al
tests

A Time shift wind generation output froaff-
peak to orpeak utilizing full capacity of
the BESS

Preconditions for this test not required for
all tests

A BESS is fully discharged at start of test.

Simulation

>

Timing of test

Off-peak periods at night & mornings
On-peak periods durinite-day and early
evening

Summer months

Data to be collected

CAISO Price data
CAISO energy market dispatches
SCE GMS MW signals
Storage dispatch events with timing
BESS parameters
o Status
o0 State of Charge (%)
o Energy Available
o Charge/discharge rate (MWRAr

D> >IN Z

Relevant DOE Metrics

Congestion and congestion cost
Storage dispatch

Operational Uses

Provide system capacity/resource adequ
Wind generation output shifting

T 3> D >

Expected Results and Benefits

BESS charge and discharge according to
market signals withimcceptable CAISO
performance guidelines

TestResults

Tests will begin in January 2015 and results
reported in subsequent TPR.

Table 5-19 Test8 Plan Procedure and Results




Test Data Source Units Sample Rae
BESS Energy eDNA MWh 4 seconds
BESS State of Chargg eDNA % 5 minutes
(SOC)

Wind Farm eDNA MWh 4 seconds
Generation

CAISO LMP GMS $/MWh hourly

Table 5-20 Test 8Sourceof Test Data

5.13Detailed Test Plans

Detailed Test Plans have been prepared for the project. The plans for thel&ighests are
found in the Appendices.



6 Measurement and Validation Test Result&ind Conclusions

6.1 Status & Timing of Tests

Prior to onsite project commissioning activitieini-System testing was performed at SCE
lab facilities In paralle] Hardwareln-The-Loop RTDS Testing using an actuaCScontroller
was conducted Once SCE engineers reached a level of confidence in the system through
RTDS and MiniSystem Testingonste commissioning activities were initiated to verify
function and integration of system components. Subsedogmbjed commissioning anttial
demonstration use of the BESSystemAcceptance Testing was performed in July 2014 to
demonstrate thatthe system met all design specification and criteria. Finalby,
Characterization Test Period wiaitiated in December 201tb determine key characteristics
of the total systentCharacterization testing will catudein January 2015. Preliminary results
of this characterization testing is reported in this TPR. The TSP project will begloating
test 1 through & January 2015 and these test results will be reported in TPR #2

6.2 Mini-System Test Results

TheMini-Sy st em was delivered and installed at SCI
2014. Engineers then operated the system to gain familiarity and experience with the actual
hardware, software, and firmware build, especially the integration of the vautsystem
components. This experience was then used to develdgitheSystem test plan described in

Section 5. Finally, thélini-System test plan was used to start methodwial-System testing

in November 2013.

Originally, SCE anticipated performing ewor three rounds dflini-System phase 1 testing:

one to discover any software/firmware bugs, safety concerns, or suboptimal behavior, and
another round or two to verify the issues were corrected by the manufacturer. However, actual
phase 1 testingonsisted of a total of 11 rounds over nine months, from November 2013
through August 2014. Each round of testing, excluding the final round, generated a BMS, PCS,
and/or SEC software/firmware update to correct any issues that had been identified. Each
round also consisted of a complete repeat of all Phase 1 test components, since the
software/firmware updates frequently resulted in new issues or other discoveries, such as areas
for improving system behavior and stability. Phase 2 testing occurred coniguwigh Phase

1 in mid-2014, took approximately one month, and also included updates to the SEC firmware
to refine system control logic. Furthermore, phase 2 testing allowed all parties to refine the
system acceptance test plan prior to performance dulttsystem.

Issues identified included:

1 Potential @ercharging and ovatischarging the battery due to incorrect BMS safety
limits

1 Incorrect aggregation/summarization of battery data based on the actual number of

battery racks online, resulting in incect realtime capability/capacity limits being

provided to the PCS

Inability to recognize or take appropriate action for certain battery warnings or faults

Failure to perform an automatic maintenance charge at low SOC, allowing the battery to

seltdischar@ below the operating range of the PCS and requiring manual, external

= =4



charging of the batteries in order to restore the system to operation (this particular
situation would have been extremely problematic for the full system, since there is no
way to manully, externally charge all 604 racks)

Incorrect redundant communication paths being used forgot@ponent communication

Lack of recognition or appropriate response when certain communication paths were
interrupted

= =4

While Mini-System testing took longehan originally anticipated, it did not significantly delay

the completion of full system commissioning, since some final construction activities were still
taking place at the site. Furthermore, Mai-System testing proved invaluable to SCE, the
manufaturer, and the PCS/SEC/controls subcontractor in identifying and correcting a number
of issues prior to completing commissioning, energizing, or trying to perform system
acceptance tests on the full system. All parties agreed thatMiheSystem testing
substantially reduced the number of issues that would have otherwise surfaced on the full
system and caused significant delays and lasgale problems.

Once theMini-System passed all critical phase 1 and 2 tests, SCE allowed the manufacturer to
energizethe full system and exchange power to complete commissioning in early July 2014.
During this time, SCE engineers continued the final rounddMofi-System testing in
preparation for system acceptance testing.

6.3 SystemAcceptance Test Results

Full system aceptance testing (SAT) was performed in flidy 2014 per the system
acceptance test plan jointly developed by SCE, the manufacturer, and the PCS/control
subcontractor. SAT was successfully completegsdmedule over the course of 10 workdays,
due in no smiapart to the extensivMini-System testing. The full system passed all SAT tests,
even though a few issues surfaced, including a rack BMS hardware failure, two PCS
transformer cooling fan failures, and a PCS trip due to a false positive smoke deggetor si

Originally, there were concerns with the system not being able to meet the contractually
required energy discharge capacity of 32 MWh at 12A{/ This concern was developed
from the manufactureros estimates détemof bat't
manufacture, as site construction, commissioning, Mii-System testing activities were

delaying the operation of the full system. However, during the last stages of commissioning
involving power exchange, the manufacturer determined that dutiely degradation was
notashighas originally estimated, and was actuall
range from 1100 % to 2.598 %. This resulted in exactly 32 MWh discharged over four hours

at 12 kV AC. Table 6-1 shows the results from the system acceptance test plan for BESS
capacity.































































































































































































































































































































































